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1 INTRODUCTION 

A water shortage occurs when available water supply is reduced to a level that cannot support typical 
demand. Shortages may result from hydrologic limitations (e.g., prolonged periods of below-normal 
precipitation and runoff), infrastructure limitations or failures (e.g., earthquakes damaging water delivery 
or storage facilities, regional power outages, or toxic spills that affect water quality), or a combination of 
these factors. Hydrologic-related shortages typically develop and resolve gradually, whereas 
infrastructure-related failures typically occur quickly and with limited predictably.  

This WSCP describes how the City will anticipate, prepare for, and respond to both foreseeable and 
unforeseeable water shortages. The WSCP establishes a structured framework to guide City staff and 
inform the public by defining shortage conditions and corresponding response actions. It outlines the 
actions the City may implement during an actual water shortage condition, while allowing flexibility in 
selecting and combining response measures based on the specific circumstances. Official water shortage 
declarations by the City may include any combination of components described in this WSCP.  

This WSCP describes the following: 

• Water Supply Reliability Analysis: Summarizes the City’s water supply analysis and reliability and 
identifies the key issues that may trigger a shortage condition. 

• Annual Water Supply and Demand Assessment (AWSDA) Procedures: Describes the key data 
inputs, evaluation criteria, and methodology for assessing the system’s reliability for the coming 
year and the steps to formally declare any water shortage levels and response actions. 

• Six Standard Shortage Levels: Establishes water shortage levels to clearly identify and prepare for 
shortages.  

• Shortage Response Actions: Describes the response actions that may be implemented or 
considered for each level to reduce gaps between supply and demand as well as minimize social 
and economic impacts on the community. 

• Communication Protocols: Describes communication protocols under each level to ensure 
customers, the public, and local government agencies are informed of shortage conditions and 
requirements. 

• Compliance and Enforcement: Defines compliance and enforcement actions available to 
administer demand reductions. 

• Legal Authorities: Lists the legal documents that grant the City the authority to declare a water 
shortage and implement and enforce response actions.  

• Financial Consequences of a WSCP: Describes the anticipated financial impact of implementing 
water shortage levels and identifies mitigation strategies to offset financial burdens.  

• Monitoring and Reporting: Summarizes the monitoring and reporting techniques to evaluate the 
effectiveness of shortage response actions and overall WSCP implementation. Results are used to 
determine if shortage response actions should be adjusted.  

• WSCP Refinement Procedures: Describes the factors that may trigger updates to the WSCP and 
outlines how to complete an update.  

• Special Water Feature Distinction: Defines considerations and definitions for water use for 
decorative features versus pools and spas.  
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• Plan Adoption, Submittal, and Availability: Describes the WSCP adoption process, submittal, and 
availability after each revision.  

The City’s last UWMP was completed in 2021, referred to herein as the “2020 WSCP.” This WSCP is an 
update to the 2020 WSCP and was prepared in conjunction with the City’s 2025 UWMP. This WSCP is a 
standalone document that can be modified as needed. This document is compliant with the CWC §10632 
and incorporates guidance from DWR’s 2025 UWMP Guidebook and the AWWA Manual of Water Supply 
Practices (M60) Drought Preparedness and Response. Text from CWC §10632 has been included in text 
boxes at the beginning of relevant section of this WSCP. 

2 WATER SUPPLY RELIABILITY ANALYSIS 

 

As discussed in the 2025 UWMP, water suppliers must perform a long-term (2030–2050) water service 
reliability assessment to evaluate reliability under normal, single-dry year, and five-consecutive dry year 
periods and a short-term (2026–2030) DRA to evaluate reliability under a five-consecutive dry year period. 
Water supply reliability reflects the City’s ability to meet the water needs of its customers with water 
supplies under varying conditions. The analysis considers plausible hydrological and regulatory variability, 
infrastructure capacity, climate conditions, and other factors that affect the City’s water supply and 
demand. 

The City expects to meet demands under all water year scenarios while continuing to promote water use 
efficiency. The City’s 2025 UWMP anticipates pumping approximately 4,100 AFY to 5,500 AFY from the 
Basin, depending on year type. The Basin is not adjudicated and has no formal groundwater allocations. 
However, the Basin’s WMA GSP assumes that the City will pump up to 5,750 AF by 2042, more than 
projected in the 2025 UWMP. It also indicates that groundwater availability is relatively equal to demand 
and identifies projects and management actions to help the Basin maintain sustainability. Therefore, 
because the City’s 2025 UWMP demand projections are less than those assumed in the WMA GSP, and 
because the Basin is anticipated to remain sustainable through the implementation of projects and 
management actions, the 2025 UWMP assumes groundwater supply will be 100% reliable across all 
hydrologic year types and available to meet the City’s demands under foreseeable conditions. 

The DRA analyzes historical data to allow the City to view patterns and more reliably determine if there 
could be any water shortages within a given time frame. The DRA looks at historical consumption data 
and historical supply data from production reports. Next, future demand and supply estimates for the 
planning period are analyzed to determine if there are any gaps between supply and demand. As 
mentioned above, the City does not anticipate a supply shortage. 

Since the City’s only current source of water is groundwater from the Basin, the City is committed to 
supporting the WMA GSP to ensure long-term Basin sustainability.  

  CWC §10632  

(a)(1) The analysis of water supply reliability conducted pursuant to Section 10635. 

  CWC §10632.5  

(a) In addition to the requirements of paragraph (3) of subdivision (a) of Section 10632, beginning January 1, 
2020, the plan shall include a seismic risk assessment and mitigation plan to assess the vulnerability of each of 
the various facilities of a water system and mitigate those vulnerabilities. 
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3 AWSDA PROCEDURES 

 

The primary purpose of AWSDAs is to determine, under assumed drought conditions, if: (1) the supplier 
is likely to face short-term water shortages, and (2) how the supplier plans to address any water shortage 
conditions to maintain supply reliability. Since 2022, the City has prepared and submitted an AWSDA 
report to DWR with current demand and supply conditions, and projected supply and demand conditions 
for the following year assuming dry year conditions. The AWSDAs summarize anticipated shortage level, 
triggered WSCP shortage response actions, compliance and enforcement actions, and communication 
actions that will be implemented to mitigate the shortage identified, if applicable. The City will continue 
submitting AWSDAs to DWR by July 1 of each year. 

3.1 Decision-Making Processes  

AWSDAs are due to DWR annually on July 1. City staff will perform the AWSDA between April and May or 
on a more frequent basis, if necessary. The decision-making process for conducting AWSDA is as follows: 

1) Data collection and analysis: Staff gather key inputs, compile historical data, and analyze potential 
supply and demand gaps (see 2025 UWMP).  

  CWC §10632  

(a) Every urban water supplier shall prepare and adopt a water shortage contingency plan as part of its urban 
water management plan that consists of each of the following elements 

(a)(2) The procedures used in conducting an annual water supply and demand assessment that include, at a 
minimum, both of the following: 

(A) The written decision-making process that an urban water supplier will use each year to determine its water 
supply reliability. 

(B) The key data inputs and assessment methodology used to evaluate the urban water supplier’s water supply 
reliability for the current year and one dry year, including all of the following: 

(i) Current year unconstrained demand, considering weather, growth, and other influencing factors, such as 
policies to manage current supplies to meet demand objectives in future years, as applicable. 

(ii) Current year available supply, considering hydrological and regulatory conditions in the current year and 
one dry year. The annual supply and demand assessment may consider more than one dry year solely at the 
discretion of the urban water supplier. 

(iii) Existing infrastructure capabilities and plausible constraints. 

(iv) A defined set of locally applicable evaluation criteria that are consistently relied upon for each annual 
water supply and demand assessment. 

(v) A description and quantification of each source of water supply. 

  CWC §10632.1 

An urban water supplier shall conduct an annual water supply and demand assessment pursuant to subdivision 
(a) of Section 10632 and, on or before July 1 of each year, submit an annual water shortage assessment report to 
the department with information for anticipated shortage, triggered shortage response actions, compliance and 
enforcement actions, and communication actions consistent with the supplier’s water shortage contingency plan. 
An urban water supplier that relies on imported water from the State Water Project or the Bureau of Reclamation 
shall submit its annual water supply and demand assessment within 14 days of receiving its final allocations, or 
by July 1 of each year, whichever is later. 
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2) Internal review: Staff and the Utilities Department review demand trends, water supply conditions, 
and production capacity. 

3) Determination of Shortage Condition: Staff will determine whether a water shortage is anticipated 
based on the analysis.  

4) No Shortage Identified: If no shortage is anticipated, staff document the findings and proceed to 
step 9. 

5) Shortage Identified: If a shortage level is anticipated, staff will document the findings and present 
them to the City Council.  

6) Council Action: City Council will declare the shortage level and response actions required at the 
implementation or termination of each level; the declaration remains in effect until the Council 
changes it.  

7) Public Notice: City Council’s declaration will be published at least once in a newspaper of general 
circulation.  

8) Communication and Implementation: The City will develop and/or implement appropriate 
communication protocols and applicable response actions. 

9) The AWSDA is submitted to DWR through the WUE Data Portal by July 1. 

3.2 Data and Methodologies 

Evaluation criteria that can be used to determine and declare the severity of supply shortages in the 
coming year may include any, or combinations, of the following: 

• Historic Rainfall: Reflects changes to supply due to changes in groundwater recharge. 

• Customer Demands: Reflects current year and one projected single-dry year conditions for 
comparison to available supplies. 

• Groundwater Conditions: Reflects status of groundwater conditions and influences the capacity 
of the City’s wells to produce water from the Basin. Lowered Basin water levels, for example, may 
affect the City’s well pumping rates. 

• Infrastructure Considerations: Reflects limited production and distribution capacity due to a 
variety of factors potentially including, but not limited to, man-made or natural catastrophic 
events. This may include well maintenance, rehabilitation or replacement, evaluation of wells for 
possible contamination, and others. 

• State Mandates: Reflects State orders, such as mandatory compliance with water use efficiency 
standard. State mandates for water use efficiency can be declared during drought or in 
preparation for future droughts, such as in response to the Governor’s drought declarations in 
the 2021-2023 drought with a subsequent EO N-5-23 and related legislation for MCCWL.  

• Other locally applicable evaluation criteria as necessary. 

Key data inputs and their sources for the AWSDAs are summarized in Table 3-1. Supply shortages due to 
any combination of drought or groundwater conditions affect many users of the Basin and surrounding 
region, not just the City’s customers. A shortage emergency may be declared when it is demonstrated 
that conditions threaten the ability to provide water for public health, safety, and welfare of the 
community.  
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Short-term and long-term supply shortages may be caused by constrained production capacity or natural 
or man-made catastrophic emergencies and include, but are not limited to, the following events: power 
outages, winter storms, wildfires, earthquakes, structural failures, contamination, and bomb threats. 
These types of emergencies may limit the City’s immediate ability to provide adequate water service to 
meet the requirements for human consumption, sanitation, and fire protection. Impacts of such 
emergencies vary in duration; thus, consumption reduction measures and prohibitions may differ for 
short-term and long-term shortages. 

Table 3-1 Key Data Inputs for AWSDAs 

Key Data Input Source 

Historic Rainfall  Lompoc City Hall, Lompoc Flood Control, and Miguelito Debris Basin 
weather stations.  

Current Year Unconstrained 
Customer Demand 

2025 UWMP projections for unconstrained customer demand and 
input from the City’s Utility Director and Water Superintendent. 

Groundwater conditions  WMA GSP and Annual Reports - reflects the status of groundwater 
conditions (groundwater levels, water quality or contamination), 
production data, and input from the City’s Utility Director and 
Department. 

Infrastructure Considerations  Groundwater supply well operational conditions, based on input from 
the City’s Utility Director and Department on groundwater supply well 
conditions and constraints. 

Treatment and distribution system conditions, influenced by a variety 
of potential factors including, but not limited to, natural catastrophic 
events, and input from the City’s Utility Director and Department. 

State Regulatory Conditions Executive Orders from the Governor, SWRCB orders and policies, and 
input from the City’s Utility Director, Water Superintendent, Billing 
Supervisor, and Utility Conservation Coordinator.  

Local Regulatory Conditions  WMA GSP and Annual Reports, County orders and/or policies. 
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4 SIX STANDARD WATER SHORTAGE LEVELS 

 

Shortage levels indicate the gap between supply and demand compared to normal year conditions. DWR 
standardized six shortage levels to provide a consistent regional and statewide approach to measure 
water supply shortage conditions. The six shortage levels correspond to 10%, 20%, 30%, 40%, 50%, and 
greater than 50% shortage compared to the normal reliability conditions. However, a water supplier may 
use its own shortage levels if a crosswalk is included relating its existing shortage levels to the six standard 
levels.  

The City Council adopted a four-level WSCP in 1992, which consisted of mandatory water waste 
prohibitions in all four levels. The City requested voluntary water conservation for Level 1 to achieve up 
to 15% reduction with mandatory reduction through block tiered pricing and the use of the City’s water 
conservation programs and strategies to achieve up to 30% reduction for Level 2, up to 40% reduction for 
Level 3, and up to 50% reduction for Level 4. The City’s water shortage contingency program was updated 
as part of the 2010 UWMP to include additional emergency equipment and procedures that City staff 
would utilize in an emergency. Additional reduction measures were implemented in the 2015 UWMP 
update to reflect the drought experiences during the preceding 5 years. In 2020, a fifth shortage level was 
added to meet a greater than 50% shortage level.  

Because the City’s water shortage levels do not correspond with the six standard levels, a crosswalk with 
the six standard levels is required for compliance. A crosswalk between the City’s five levels and the six 
standard water shortage levels is presented below in Table 4-1 and depicted in Figure 4-1. 

Table 4-1 Cross-reference for Standard vs Supplier Shortage Levels (DWR Table 8-1) 

☐ 
Supplier Uses the Standard Six Levels of Water Shortage. The supplier will not 
complete this table. 

Standard Shortage 
Levels 

Percent Shortage Range 
Suppliers Shortage 

Levels 
Percent Shortage Range  

1 Up to 10%  1 0-15% 

2  Up to 20%  1, 2 0 – 15%, 15-30% 

3  Up to 30%  2 15-30% 

4  Up to 40%  3 30-40% 

5  Up to 50% 4 40-50% 

6  >50% 5 >50% 

 

  CWC §10632 (a)(3) 

(A) Six standard water shortage levels corresponding to progressive ranges of up to 10, 20, 30, 40, and 50 percent 
shortages and greater than 50 percent shortage. Urban water suppliers shall define these shortage levels based 
on the suppliers’ water supply conditions, including percentage reductions in water supply, changes in 
groundwater levels, changes in surface elevation or level of subsidence, or other changes in hydrological or other 
local conditions indicative of the water supply available for use. Shortage levels shall also apply to catastrophic 
interruption of water supplies, including, but not limited to, a regional power outage, an earthquake, and other 
potential emergency events. 

(B) An urban water supplier with an existing water shortage contingency plan that uses different water shortage 
levels may comply with the requirement in subparagraph (A) by developing and including a cross-reference 
relating its existing categories to the six standard water shortage levels. 
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Figure 4-1 Water Shortage Levels Crosswalk 

5 SHORTAGE RESPONSE ACTIONS  

 

This WSCP identifies various response actions that the City may consider during water shortage 
conditions, including demand reduction actions, conservation, operational changes, outreach, and if 
necessary, mandatory prohibitions. In the event of a water shortage emergency, the City will evaluate the 
cause of the emergency to help inform which response actions should be implemented, with an emphasis 
to minimize social and economic impacts to the community. Depending on the nature of the water 
shortage, the City can elect to implement a combination of response actions to mitigate the shortage and 
reduce gaps between supply and demand.  

The following section discusses the potential response actions for each of the City’s five water supply 
shortage levels. It should be noted that all response actions listed for Shortage Level 1 apply to Shortage 
Levels 2 through 5. Similarly, Shortage Level 2 actions apply to Shortage Levels 3 through 5; Level 3 actions 
apply to Shortage Levels 4 and 5; and Shortage Level 4 actions apply to Shortage Level 5. If necessary, the 
City may adopt additional actions that are not listed in this WSCP.  

  CWC §10632  

(a)(4) Shortage response actions that align with the defined shortage levels and include, at a minimum, all of the 
following: 

(A) Locally appropriate supply augmentation actions. 

(B) Locally appropriate demand reduction actions to adequately respond to shortages. 

(C) Locally appropriate operational changes. 

(D) Additional, mandatory prohibitions against specific water use practices that are in addition to state-
mandated prohibitions and appropriate to the local conditions. 

(E) For each action, an estimate of the extent to which the gap between supplies and demand will be reduced 
by implementation of the action. 

  CWC §10632.2  

An urban water supplier shall follow, where feasible and appropriate, the prescribed procedures and implement 
determined shortage response actions in its water shortage contingency plan, as identified in subdivision (a) of 
Section 10632, or reasonable alternative actions, provided that descriptions of the alternative actions are 
submitted with the annual water shortage assessment report pursuant to Section 10632.1. Nothing in this section 
prohibits an urban water supplier from taking actions not specified in its water shortage contingency plan, if 
needed, without having to formally amend its urban water management plan or water shortage contingency 
plan. 
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5.1 Supply Augmentation  

Given the availability of groundwater supply, the City has no plans to augment supply within the planning 
horizon of this WSCP. During dry years, the City can extract more groundwater as needed. This volume of 
additional extracted groundwater can vary significantly depending on need. Therefore, no supply 
augmentation actions are provided in Table 5-1. 

Table 5-1 Supply Augmentation and Other Actions (DWR Table 8-2) 

No Is the Supplier completing this table using the standard six levels? 

Shortage Level 

Supply Augmentation 
Methods and Other 

Actions by Water 
Supplier 

How much is this 
going to reduce 

the shortage gap?  
Include units used  

Additional Explanation or 
Reference  

(Opt) 

N/A N/A N/A N/A 

NOTES: During dry years, the City can extract more groundwater as needed. Given the availability of 
groundwater supply, the City has no plans to augment supply within the planning horizon of this 
WSCP. 

5.2 Demand Reduction  

In the event of a water supply shortage, the City may implement voluntary and mandatory compliance 
measures to induce water use efficiency. The City’s Municipal Code 13.04.060 includes prohibitions on 
various wasteful water uses during a declared water supply shortage. Additionally, the City may address 
anticipated savings needs, provided in Table 5-2, by utilizing measures listed in Table 5-3. During a Level 
5 water supply shortage, the City Council may impose any water rationing requirement that it deems 
appropriate to protect public health, safety, welfare, comfort, and convenience. Although it is difficult to 
estimate the volume of savings for each action, the City expects to meet required reductions through a 
combination of response actions in conjunction with outreach and communication efforts to the extent 
necessary to mitigate any impacts from a water shortage. The estimated water savings potential 
summarized in Table 5-2 and Table 5-3 represent a range from published industry references. 

Estimated savings from shortage response actions are based on reductions applied to a baseline demand 
in Section 4 of the 2025 UWMP, which represents the maximum normal year demand expected in the 
next five years. Per DWR’s recommendations for the DRA and the WSCP, the normal year demand 
projections in the City’s 2025 UWMP reflect potential future demands that are not impacted by disruptive 
factors (e.g., groundwater emergencies, economic recessions, drought, etc.) and can be met with normal 
year supplies. While variable projected demands will be considered in the AWSDA, Table 5-2 estimates 
the City’s required demand savings from the highest projected demand in the next five years. 
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Table 5-2 Estimated Required Savings by Shortage Level 

Level Normal Demand (AF) (a) Required Savings (AF)  

1 4,183  628  

2 4,183  1,255  

3 4,183  1,673  

4 4,183  2,092  

5 4,183  2,133  

NOTES: 

(a) Represents the maximum demand expected in the next five years (i.e., 2026 – 2030).  

 

Table 5-3 Demand Reduction Actions (DWR Table 8-3) 

No Is the Supplier completing this table using the standard six levels? 

Shortage 
Level (a) 

Demand Reduction 
Actions  

How much is 
this going to 
reduce the 
shortage 

gap? (%) (b) 

Additional Explanation or Reference 
(Opt) 

Penalty, 
Charge, or 

Other 
Enforcement? 

1 
Provide rebates on 
plumbing fixtures 

and devices 
5% 

Encourage customers to take 
advantage of the City's free 
conservation and rebate programs. 

No 

1 
Expand public 
information 

campaign 
10% 

Provision of Technical Information 
to customers on means to promote 
water use efficiency including 
customer scorecard, residential 
assistance, and surveys. 

No 

2 

CII - Restaurants 
may only serve 

water upon 
request 

1% 

Water served upon request at 
restaurants. 

Yes 

2 
Pools and Spas - 

Require covers for 
pools and spas 

2% 
Require covers for pools and spas. Yes 

2 
Expand Public 
Information 
Campaign 

2% 

Expand Public Information 
Campaign regarding water 
shortages such as websites, e-mails, 
presentations, business placards, 
school education. 

No 

2 

Implement or 
Modify Drought 

Rate Structure or 
Surcharge 

4% 

Water shortage pricing. Yes 

2 
Reduce System 

Water Loss 
2% 

Reduce System Water Loss. No 
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No Is the Supplier completing this table using the standard six levels? 

Shortage 
Level (a) 

Demand Reduction 
Actions  

How much is 
this going to 
reduce the 
shortage 

gap? (%) (b) 

Additional Explanation or Reference 
(Opt) 

Penalty, 
Charge, or 

Other 
Enforcement? 

2 

CII - Lodging 
establishment 

must offer opt out 
of linen service 

1% 

Lodging establishment must offer 
opt out of linen service.  

Yes 

2 

Other water 
feature or 

swimming pool 
restriction 

1% 

Draining of pools or refilling shall be 
done only for health or safety 
reasons. 

Yes 

2 Other 1% 

Reduce indoor and outdoor water 
use by specified percentage as 
determined (based on Shortage 
Stage). Contact the City for 
additional tips and techniques to 
reduce water use. 

Yes 

2 

Landscape - Other 
Landscape 

Restriction or 
Prohibition 

2% 

Irrigation of parks, school ground 
areas, and road median landscaping 
will not be permitted more than 
twice a week and only if necessary. 

Yes 

2 

 

Other - Prohibit 
use of potable 

water for 
construction and 

dust control 

<1% 

The use of potable water for 
sanitation, irrigation, and 
construction purposes, including, 
but not limited to, dust control, 
settling of backfill, flushing of 
plumbing lines, and washing of 
equipment, buildings, and vehicles, 
shall be prohibited in all cases 
where the manager has determined 
that use of reclaimed, recycled, or 
other forms of non-potable water 
use is a feasible alternative. 

Yes 

2 
Decrease line 

flushing 
<1% 

Main flushing only on complaint 
basis. 

Yes 

3 

CII - Commercial 
kitchens required 
to use pre-rinse 

spray valves 

1% 

Prohibit operation of non-water 
conservation pre-rinse nozzle in a 
food preparation establishment 
such as a restaurant or cafeteria. 

Yes 

3 

Other water 
feature or 

swimming pool 
restriction 

1% 

No filling of pools or aesthetic water 
features. 

Yes 

3 
Landscape - Other 

Landscape 
3% 

Require large landscapes to adhere 
to water budgets. 

Yes 
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No Is the Supplier completing this table using the standard six levels? 

Shortage 
Level (a) 

Demand Reduction 
Actions  

How much is 
this going to 
reduce the 
shortage 

gap? (%) (b) 

Additional Explanation or Reference 
(Opt) 

Penalty, 
Charge, or 

Other 
Enforcement? 

Restriction or 
Prohibition 

3 

Landscape - Other 
Landscape 

Restriction or 
Prohibition 

2% 

Whether irrigated with potable or 
non-potable water, limit all 
irrigation to two days per week for 
no more than 10 minutes per 
station per day. 

Yes 

3 

Other - Customers 
must repair leaks, 

breaks, and 
malfunctions in a 

timely manner 

1% 

Require large users to audit 
premises and repair leaks. 

Yes 

3 
Increase Water 
Waste Patrols 

1% 
Implement Water Waste Patrols. No 

3 

Other - Prohibit 
vehicle washing 

except at facilities 
using recycled or 

recirculating water 

1% 

Washing of personal vehicles at 
home (including autos, trucks, 
trailers, motor homes, boats, or 
others) is prohibited. 

Yes 

4 Other 1% 
No new construction meters will be 
issued. 

No 

4 

Implement or 
Modify drought 
rate structure or 

surcharge 

3% 

Water Emergency tiered pricing will 
be implemented pursuant to 
requirements of Proposition 218 in 
accordance with California Law. 

Yes 

4 Other 2% 
Modify customer indoor water use 
budgets. No outdoor water use 
budget. 

Yes 

4 Other 2% 
Water use for public health and 
safety purposes only. Customer 
rationing may be implemented. 

Yes 

4 

Landscape - Other 
Landscape 

Restriction or 
Prohibition 

2% 

All landscape and non-essential 
outdoor water use for all Customers 
in all areas of the City’s water 
service area shall be prohibited. 

Yes 

5 Other >5% 

The City Council may impose any 
water rationing requirement that it 
deems appropriate to protect public 
health, safety, welfare, comfort, 
and convenience. 

Yes 

NOTES: 
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No Is the Supplier completing this table using the standard six levels? 

Shortage 
Level (a) 

Demand Reduction 
Actions  

How much is 
this going to 
reduce the 
shortage 

gap? (%) (b) 

Additional Explanation or Reference 
(Opt) 

Penalty, 
Charge, or 

Other 
Enforcement? 

(a) If a water shortage progresses through multiple levels, all demand reduction actions in the previous 
level(s) are implemented in addition to current level actions.  
(b) Reduction in the shortage gap is estimated and can vary significantly.  

5.3 Operational Changes  

During shortage conditions, operations may be affected by demand reduction responses. Operational 
changes to address a short-term water shortage may be implemented based on the severity of the 
reduction goal. The City will maximize its groundwater supply by implementing operational strategies and 
demand reduction measures.  

As part of the AWSDA process, the City will consider their operational procedures at the time of a shortage 
to identify changes that can be implemented to address water shortage on a short-term basis, including 
but not limited to:  

• Expansion of public information campaign to educate and inform customers of the water shortage 
emergency and required water savings. 

• Decrease line flushing to only on a compliant basis. 

• Use water patrols and increase frequency of meter reading by recruiting staff from other 
departments if necessary. 

• Offer water use surveys. 

• Implement or modify drought rate structure or surcharge or water emergency tiered pricing, 
pursuant to the requirements of Proposition 218 and in accordance with California Law. 

• Prohibit any new permits for hydrant-construction or temporary construction meters. 

• Monitor construction meters and fire hydrant meters for efficient water use in the event that a 
meter identified wastes water. 

• Moratorium on issuing any new building permit unless the: (a) Project is found by the Council to 
be necessary for public health and/or safety; (b) Project will use recycled water for construction; 
(c) Project will not result in a net increase in non-recycled water use; (d) Project has adequate 
Conservation Offsets. 

• Suspend the consideration of annexation to its service area unless the annexation increases the 
water supply available more than the anticipated demands of the property to be annexed. 

• Reduce overhead in the short-term and mid-term by deferring non-critical Capital Improvement 
Projects and major maintenance expenditures, and in the long-term by adjusting operational and 
staffing levels and retail water rate structures to incorporate the reality of lower retail water sales 
than previously anticipated. 

• Decrease in the level or, if need be, even a total interruption in the expenditures for the agency’s 
facility replacement program. Non-critical replacement projects will have little or no impact on 
the agency or its customers and would only extend the master planned replacement schedule.  
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5.4 Additional Mandatory Restrictions 

The City’s Municipal Code 13.04.060 includes prohibition on various wasteful water uses. These 
mandatory prohibitions are implemented and enforced at all times. Restrictions include: 

• Prohibit the use of potable water for outdoor landscapes between the hours of 10:00 a.m. and 
4:00 p.m., or in such a manner that causes runoff such that water flows onto adjacent property, 
non-irrigated areas, private and public walkways, roadways, parking lots or structures; 

• Prohibit the use of potable water to wash sidewalks, walkways, driveways, parking lots, open 
ground, or other hard surfaced areas by direct application; provided, that flammable or other 
similar dangerous substances may be washed from those areas by direct hose flushing for the 
benefit of public health and safety; and provided, further, that the prohibition in this subdivision 
shall not apply to commercial steam cleaning; 

• Prohibit allowing potable water to escape from breaks within the customer’s plumbing system for 
more than eight hours after the customer is notified or discovers the break; 

• Prohibit washing a vehicle with a hose without a positive shutoff nozzle; 

• Prohibit the use of potable water for dust control at construction sites when the entity performing 
the work has access to recycled water; 

• Prohibit the use of potable water in a fountain or other decorative water feature, except where 
the water is part of a recirculating system; 

• Prohibit the use of potable water for outdoor landscapes during and within 48 hours of 
measurable rainfall. 

5.5 Emergency Response Plan  

Water shortage disaster response is coordinated between the City of Lompoc Fire Department and the 
Utilities Department. The City has mutual aid agreements with VSFB, Santa Barbara County, and provisions 
for assistance from state utilities through its membership in the California Utilities Emergency Association 
(CUEA). The City’s membership in CUEA provides a network of State of California water utilities that can 
aid the City in an emergency. 

The City is also a member of the Public Works Mutual Aid Agreement, which provides for borrowing 
personnel and equipment from member agencies in Santa Barbara County and Southern California. The 
City’s Water Division also has a Disaster/Emergency Response Plan (ERP). The ERP addresses the Water 
Division’s response to extraordinary emergency situations associated with natural disasters, 
technological, and catastrophic events, which cause widespread damage, loss, or destruction. The ERP 
provides operational concepts relating to the various emergency situations, identifies components of the 
Emergency Management Organization, and describes the overall responsibilities of the organization for 
protecting life and property and assuring the overall well-being of the population. This ERP also identifies 
the sources of outside support that might be provided. The ERP details the Division’s response, personnel, 
and assistance, which will be provided during a disaster and emergency. 

The City provides emergency power for total treatment at the Lompoc Water Treatment Plant, through a 
1000-kilowatt (kW) generator. Switchgear and four 200 kW portable generators are provided to operate 
four wells. Two wells will supply approximately 3.5 MGD during extended power shortages. Additional 
generators can and will be acquired, if necessary, for a prolonged crisis. 

If a City emergency resulted in several fires within the City, the following could occur: 
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1) Alert City residents to conserve water due to the local emergency by use of local and regional 
media. 

2) Use existing City fire trucks and, if necessary, request additional fire trucks from Santa Barbara 
County, VSFB, and Southern California cities. This assistance would depend on the availability of 
personnel and equipment in the agencies. 

3) If necessary, use local tank trucks to bring water into the City through a mutual aid agreement. 

4) Pump non-potable water out of the Lompoc Regional Wastewater Reclamation Plant, the Pacific 
Ocean, River Park Lake and the Santa Ynez River, if additional water was available and needed for 
firefighting. 

5) Demolish the buildings if a major disaster occurred and there was insufficient water to fight fires. 

If the City experienced an emergency due to an earthquake, the following would occur: 

1) City staff would begin by checking the Lompoc Water Treatment Plant to determine if the Plant 
was operational. 

2) If the Lompoc Water Treatment Plant was operational, City staff would next check the entire water 
distribution system to determine if it was operational. This would include an inspection of all of 
the water system components, such as water mains, water service lines, and the City’s four water 
reservoirs. City staff would also survey the water distribution system to determine if anything 
needed to be repaired and prioritize these repairs. Three of the City’s reservoirs (Avalon, “O” 
Street, and Miguelito) are equipped with seismic valves, which will secure the reservoirs in the 
event of a major earthquake. The Beattie Reservoir does not have seismic valves; however, the 
Lompoc Water Treatment Plant has an automated control valve to secure the reservoir. 

3) City staff would also alert City residents to conserve water due to the earthquake. If the local and 
regional media were not operational, City staff would drive down the City streets and hand out 
flyers and/or use a public address system in City vehicles, if available, to notify residents that they 
should conserve water. 

4) City staff would also request assistance, if needed and available, from VSFB, Santa Barbara County, 
and Southern California cities. 

5) If City staff found that the Lompoc Water Treatment Plant was damaged or was no longer standing, 
then City staff would determine how much water was left in the City reservoirs. The water from 
the reservoirs could be distributed by gravity feeding it into the distribution system, because all of 
the reservoirs are located on a hill in the City. This works even if electrical power is not available. 

6) If the Lompoc Water Treatment Plant was operational, then the City could use the four generators 
at the four highest producing wells. These four wells could supply 5 MGD during extended electric 
power shortages. However, the City would also need a source of fuel for the generators. As City 
customers conserved water, the City could supply City customers’ needs with a supply of 3 MGD 
of water. 

7) If the City was no longer able to secure fuel for the generators and supply City water to the 
customers, then the City would need to secure tanker trucks to supply water to the City residents. 
The City may also need to issue boiled water alerts. Additionally, the City may have to secure 
bottled water and provide a distribution site for customers to secure the water. 

8) City staff could also request assistance from VSFB, Santa Barbara County, and Southern California 
cities. This assistance would depend on the availability of personnel and equipment in the 
agencies. 
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5.6 Seismic Risk Assessment and Mitigation Plan 

 

Disasters, such as earthquakes, can and will occur without notice. Refer to the City of Lompoc Local Hazard 
Mitigation Plan (2025 UWMP Appendix F) Section 5.3 for Seismic Risk Assessment and Section 7 for 
Mitigation Plan procedures. 

5.7 Shortage Response Action Effectiveness 

Under normal water supply conditions, potable water production figures are recorded daily at the water 
treatment facility. Totals are reported monthly to the Utility Director. From this information, month-to-
month and year-to-year statistics can be calculated to track water use and subsequent increases or 
reductions in consumption levels. This data allows the City to determine the effectiveness of the 
implemented shortage response actions. If reduction goals are not met, the Council can make the 
necessary decisions for corrective action to be taken. Since the City has daily production records available 
during a drought or other water emergency, more frequent reporting could be provided. 

During water shortage conditions, savings are measured in comparison to normal year demand, or in 
reference to a specific base year as may be dictated by Statewide requirements. Estimates of the 
effectiveness of actions have been included in Table 5-3. 

6 COMMUNICATION PROTOCOLS  

 

This section describes the communication protocols and procedures to inform customers, the public, and 
state and local officials of any current or predicted water shortages. When a shortage level is enacted or 
changed, a notice is published in the local newspaper and the City’s website is updated. Based on the 
severity of the shortage conditions, the City may also advertise on the local radio, publish especial 

  CWC §10632.5 

(a) In addition to the requirements of paragraph (3) of subdivision (a) of Section 10632, beginning January 1, 
2020, the plan shall include a seismic risk assessment and mitigation plan to assess the vulnerability of each of 
the various facilities of a water system and mitigate those vulnerabilities. 

(b) An urban water supplier shall update the seismic risk assessment and mitigation plan when updating its urban 
water management plan as required by Section 10621. 

(c) An urban water supplier may comply with this section by submitting, pursuant to Section 10644, a copy of the 
most recent adopted local hazard mitigation plan or multihazard mitigation plan under the federal Disaster 
Mitigation Act of 2000 (Public Law 106-390) if the local hazard mitigation plan or multihazard mitigation plan 
addresses seismic risk. 

  CWC §10632  

(a) Every urban water supplier shall prepare and adopt a water shortage contingency plan as part of its urban 
water management plan consists of each of the following elements: 

(5) Communication protocols and procedures to inform customers, the public, interested parties, and local, 
regional, and state governments, regarding, at a minimum, all of the following: 

(A) Any current or predicted shortages as determined by the annual water supply and demand assessment 
described pursuant to Section 10632.1. 

(B) Any shortage response actions triggered or anticipated to be triggered by the annual water supply and 
demand assessment described pursuant to Section 10632.1. 

(C) Any other relevant communications. 
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publications, post billboards throughout the service area, hang door tags, or send notifications to all its 
customers via mail. This WSCP includes a staged plan to outline and provide guidance for efficient 
communication of declaration of a shortage level, inform restrictions, and provide updates during a water 
shortage emergency shown in Table 6-1. 

Table 6-1 Communication Protocol During Water Shortage Conditions 

Level Action 

1 Information posted on the City’s website (www.cityoflompoc.com). 

1 Increased paid advertising – print, online, radio, billboards, TV, streaming, social media, etc. 

1 News conference or other event to announce/explain change in WSCP level or general water 
conservation. tactics 

1 Modify school assembly program content to include messages about need for increased 
voluntary conservation. 

1 Information included in utility bill inserts or other mailings on a regular basis. 

1 Hanging door tags with information throughout service area. 

2 Targeted outreach and technical assistance to highest water users in each classification.  

2 Engage Council members and provide them with resources to share with constituents. 

3 Increased paid advertising – print, online, radio, TV, streaming, social media, movie theatres, 
buses, etc.  

4 Assemble and promote the speaker’s bureau for water shortage presentations for 
neighborhood groups, gardening clubs, Homeowners Associations, churches, senior centers, 
neighborhood associations, business associations, community groups, property management 
companies, etc.  

4 Increased coordination with the local landscaping industry including water shortage 
information in their newsletters, publications, and facilities: local wholesale and retail 
nurseries and irrigation supply stores.  

5 Signage posted at nurseries and irrigation supply stores.  

5 Outreach materials and drought notices mailed to the hospitality industry including 
restaurants and lodging. 

NOTES: If a water shortage progresses through multiple levels, all measures in the previous level(s) 
are implemented in addition to current level actions. 

7 COMPLIANCE AND ENFORCEMENT 

 

All of the restrictions and prohibitions on end uses are associated with enforcement measures as outlined 
below. This system is based on the progressive number of violations of the user. Failure to comply with 
the provisions shall constitute a misdemeanor punishable under CWC §377. The fines for each violation 
are noted below in Table 7-1. The Utility Director may shut off the water service to any property where a 

  CWC §10632  

(a)(6) For an urban retail water supplier, customer compliance, enforcement, appeal, and exemption procedures 
for triggered shortage response actions as determined pursuant to Section 10632.2. 
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violation of this Section occurs, and the City’s usual reconnection charge will be applied upon resumption 
of service. 

Table 7-1 Penalties for Water Wastage 

Violation Penalty 

First Written Warning 

Second $50 

Third $100 

Fourth & continuing $250 

NOTES: Violations are counted and enforced within a one-year period. 

8 LEGAL AUTHORITIES  

 

This section describes the City’s legal authority to implement and enforce water shortage response 
actions.  

8.1 Declaration of Water Shortage 

California Constitution Article X, Section 2 and CWC §100 provide that water must be put to beneficial 
use; waste, unreasonable use, or unreasonable method of use of water shall be prevented; and the 
conservation of water is to be exercised with a view to the reasonable and beneficial use thereof in the 
interest of the people and the public welfare. In addition, CWC §375 provides the City with the statutory 
authority to adopt and enforce water conservation restrictions, and CWC Sections 350 et seq. authorize 
the City to declare a water shortage emergency and impose water conservation measures when it is 
determined that the City may not be able to satisfy ordinary demands without depleting supplies to an 
insufficient level.  

If necessary, the City will declare a water shortage emergency in accordance with CWC Chapter 3 
(commencing with Section 350) of Division 1. Once having declared a water shortage, the City is provided 

  CWC §10632 (a)(7) 

(A) A description of the legal authorities that empower the urban water supplier to implement and enforce its 
shortage response actions specified in paragraph (4) that may include, but are not limited to, statutory 
authorities, ordinances, resolutions, and contract provisions. 

(B) A statement that an urban water supplier shall declare a water shortage emergency in accordance with 
Chapter 3 (commencing with Section 350) of Division 1. 

(C) A statement that an urban water supplier shall coordinate with any city or county within which it provides 
water supply services for the possible proclamation of a local emergency, as defined in Section 8558 of the 
Government Code. 

  CWC Section Division 1, Section 350  

Declaration of water shortage emergency condition. The governing body of a distributor of a public water supply, 
whether publicly or privately owned and including a mutual water company, shall declare a water shortage 
emergency condition to prevail within the area served by such distributor whenever it finds and determines that 
the ordinary demands and requirements of water consumers cannot be satisfied without depleting the water 
supply of the distributor to the extent that there would be insufficient water for human consumption, sanitation, 
and fire protection.  
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with broad powers to implement and enforce regulations and restrictions for managing a water shortage. 
For example, CWC §375(a) provides the following:  

“Notwithstanding any other provision of the law, any public entity which supplies water at retail 
or wholesale for the benefit of persons within the service area or area of jurisdiction of the public 
entity may, by ordinance or resolution adopted by a majority of the members of the governing 
body after holding a public hearing upon notice and making appropriate findings of necessity for 
the adoption of a water conservation program, adopt and enforce a water conservation program 
to reduce the quantity of water used by those persons for the purpose of conserving the water 
supplies of the public entity.” 

CWC Section 375(b) grants the City with the authority to set prices to encourage water conservation. 

Under California law, including CWC Chapter 3.3 and Chapter 3.5 of Division 1, Parts 2.55 and 2.6 of 
Division 6, Division 13, and Article X, Section 2 of the California Constitution, the City is authorized to 
implement the water shortage actions outlined in this WSCP. Prior to enacting a shortage level, the 
resolution providing the Council with authority to enact each level of the WSCP will be adopted. 
Resolutions to enact the WSCP can be adopted at any meeting of the City Council, which occur twice 
monthly.  

8.2 Proclamation of Local Emergency 

The City coordinates internally across departments and with the City Council for the potential 
proclamation of a local emergency, as well as Santa Barbara County through established emergency 
response and communication protocols. This coordination supports information sharing and regional 
emergency response related to water supply conditions. 

9 FINANCIAL CONSEQUENCES OF A WSCP 

 

This section describes the financial consequences of, and responses to, drought conditions.  

9.1 Financial Impacts and Mitigation Actions 

Per CWC Chapter 3.3 (Excessive Residential Water Use During Drought), additional costs could be incurred 
to monitor and enforce response actions during a shortage. The cost incurred may vary depending on the 
shortage stage and duration of the water shortage emergency. 

The majority of the operating costs for most water agencies are fixed rather than a function of the amount 
of water sold. As a result, when significant conservation programs are undertaken, it is frequently 
necessary to raise water rates because the revenue generated is based on lower total consumption while 
the revenue required is effectively fixed. In order to counteract the financial impact of conservation, the 

  CWC §10632 

(a)(8) A description of the financial consequences of, and responses for, drought conditions, including, but not 
limited to, all of the following: 

(A) A description of potential revenue reductions and expense increases associated with activated shortage 
response actions described in paragraph (4).  

(B) A description of mitigation actions needed to address revenue reductions and expense increases associated 
with activated shortage response actions described in paragraph (4).  

(C) A description of the cost of compliance with Chapter 3.3 (commencing with Section 365) of Division 1. [retail 
urban suppliers only]  
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City may institute an increase in the rate structure so that lower projected water consumption would 
generate the added revenue needed by the City’s Water Enterprise fund. Another option would be the 
use of reserves to minimize the need for additional rate increases. A full analysis of the water rates based 
on the financial conditions at the time water reduction would occur would be presented to the City Council 
for their approval. 

9.2 Reporting Cost of Compliance With Excessive Water Use Prohibition During Drought 

Emergency 

 

The City implements measures to prohibit excessive water use from individually metered or submetered 
residential customers. Compliance is achieved through implementation of the WSCP and Municipal Code 
Chapter 13.04.060. Costs are primarily related to administrative tasks and enforcement. The total cost of 
compliance depends on the water shortage level and duration of the shortage.  

10 MONITORING AND REPORTING 

 

This section describes the reporting requirements and monitoring procedures to implement the WSCP 
and track and evaluate the response actions’ effectiveness.  

As described in Section 3, the City tracks its supplies and project demands on an annual basis and, if water 
shortage conditions described in Table 4-1 are projected, the City will enact its WSCP. Monitoring 
demands is essential to ensure the WSCP response actions are adequately meeting reductions and 
decreasing the supply and demand gap. This will help to analyze the effectiveness of the WSCP or identify 
the need to activate additional response actions.  

The water savings from the implementation of the WSCP will be determined based on monthly production 
reports which will be compared to the supply from prior months, the same period of the prior year, and/or 
the allocation. First, the cumulative consumption for the various sectors (e.g., residential, commercial, 
etc.) will be evaluated to reach the target demand reduction level. Then, if needed, individual accounts 
will be monitored. Weather and other possible influences may be accounted for in the evaluation. 

11 WSCP REFINEMENT PROCEDURES 

 

The WSCP is best prepared and implemented as an adaptive management plan. The City will use results 
obtained from the monitoring and reporting program (Section 10) to evaluate any needs for revisions. The 

  CWC §10632 

(a)(8)(C) A description of the cost of compliance with Chapter 3.3 (commencing with Section 365) of Division 1. 

  CWC §10632 

(a)(9) For an urban retail water supplier, monitoring and reporting requirements and procedures that ensure 
appropriate data is collected, tracked, and analyzed for purposes of monitoring customer compliance and to meet 
state reporting requirements. 

  CWC §10632  

(a)(10) Reevaluation and improvement procedures for systematically monitoring and evaluating the functionality 
of the water shortage contingency plan in order to ensure shortage risk tolerance is adequate and appropriate 
water shortage mitigation strategies are implemented as needed. 
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WSCP is used to provide guidance to the Council, staff, and the public by identifying response actions to 
allow for efficient management of any water shortage with predictability and accountability.  

To maintain a useful and efficient standard of practice in water shortage conditions, the requirements, 
criteria, and response actions need to be continually evaluated and improved upon to ensure that its 
shortage risk tolerance is adequate, and the shortage response actions are effective and up to date based 
on lessons learned from implementing the WSCP. Potential changes to the WSCP that would warrant an 
update include, but are not limited to, any changes to shortage level triggers, changes to the shortage 
level structure, and/or changes to the response actions. Any prospective changes to the WSCP would need 
to be presented at a public hearing, where staff would obtain any comments and adopt the updated 
WSCP. The steps to formally amend the WSCP are discussed in Section 13. 

Potential refinements will be documented and integrated in the next WSCP update. If new response 
actions are identified by staff or public, these could be advertised as voluntary actions until these are 
formally adopted as mandatory. 

12 SPECIAL WATER FEATURE DISTINCTION  

 

Suppliers must analyze and define water features that are artificially supplied with water, including ponds, 
lakes, waterfalls, and fountains, separately from swimming pools and spas, as defined in subdivision (a) of 
Section 115921 of the Health and Safety Code. Non-pool or non-spa water features may use or be able to 
use recycled water, whereas pools and spas must use potable water for health and safety considerations. 
Therefore, limitations to pools and spas may require different considerations compared to non-pool or 
non-spa water features. 

  CWC §10632  

(b) For purposes of developing the water shortage contingency plan pursuant to subdivision (a), an urban water 
supplier shall analyze and define water features that are artificially supplied with water, including ponds, lakes, 
waterfalls, and fountains, separately from swimming pools and spas, as defined in subdivision (a) of Section 
115921 of the Health and Safety Code. 
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13 PLAN ADOPTION, SUBMITTAL, AND AVAILABILITY 

 

Because the WSCP is a standalone document that can be updated as needed, Table 13-1 describes the 
general steps to adopt and submit an updated or amended WSCP. 

This 2025 WSCP was presented to the City Council for adoption at the 19 May 2026 council meeting. In 
compliance with notification requirements, the City provided a 60-Day Notice to all applicable cities, 
counties, and districts prior to public hearing. Public hearing notices were also published in the local 
newspaper twice, with at least five days between publications and more than two weeks before the public 
hearing. Entities who received a 60-Day Notice are listed in Section 10 of the 2025 UWMP, and copies of 
the 60-Day Notices and newspaper publications are included in Appendix C and Appendix D of the 2025 
UWMP. The WSCP was made available to all staff, customers, and other entities 30 days in advance of the 
public hearing at City Hall during regular business hours and online. City Council formally adopted the 
WSCP on 19 May 2026 by Resolution [to be added after adoption], included in Appendix G of the 2025 
UWMP.  

The WSCP was submitted to DWR via the WUE Data Portal at the same time as the 2025 UWMP in advance 
of the 1 July 2026 deadline. A copy of the 2025 UWMP and WSCP were submitted to the California State 
Library within 30 days of adoption. Electronic copies were provided to all relevant cities and counties 
affected by the City’s service area within 30 days of adoption. 

  CWC §10632  

(c) The urban water supplier shall make available the water shortage contingency plan prepared pursuant to this 
article to its customers and any city or county within which it provides water supplies no later than 30 days after 
adoption of the water shortage contingency plan. 

  CWC §10642  

…Prior to adopting either [UWMP and WSCP], the urban water supplier shall make both the plan [UWMP] and 
water shortage contingency plan available for public inspection and shall hold a public hearing or hearings 
thereon…After the hearing or hearings, the plan [UWMP] or water shortage contingency plan shall be adopted 
as prepared or as modified after the hearing or hearings.  

  CWC §10640  

(b) …The supplier shall likewise periodically review the water shortage contingency plan as required by paragraph 
(10) of subdivision (a) of Section 10632 and any amendments or changes required as a result of that review shall 
be adopted pursuant to this article [Article 3 Sections 10640 -10645]  

  CWC §10644  

(a)(2)(b) If an urban water supplier revises its water shortage contingency plan the supplier shall submit to the 
department a copy of it water shortage contingency plan prepared pursuant to subdivision (a) of Section 10632 
[required elements of a WSCP] no later than 30 days after adoption, in accordance with protocols for submission 
and using electronic reporting tools developed by the department.  
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Table 13-1 Processes and Steps to Adopt, Submit, and Implement the WSCP 

Step Task Description Timeframe 

1 Notice to 
cities and 
counties 

Notify cities and counties within the service area 
that the WSCP is being updated. It is 
recommended that the notice includes: 

• Time and place of public hearing. 

• Location of the draft Plan, latest revision 
schedule, and contact information of the 
Plan preparer. 

At least 60 days before 
public hearing. 

* If desired, advance 
notices can be issued 
without providing time and 
place of public hearing. 

2 Publish Plan Publish the draft WSCP in advance of public 
hearing meeting (www.cityoflompoc.com)  

At least 2 weeks before 
public hearing. 

3 Notice to the 
public 

Publish two notifications of the public hearing in a 
local newspaper at least once a week for two 
consecutive weeks, with at least 5 days between 
publications. This notice must include:  

• Time and place of hearing. 

• Location of the draft WSCP. 

At least 2 weeks before 
public hearing. 

* Include a copy of public 
notices in plan. 

4 Public hearing 
and optional 
adoption 

Host at least one public hearing before adopting 
the WSCP to: 

• Allow for community input. 

• Consider the economic impacts for 
complying with the Plan. 

Public hearing date 

* Adoption can be 
combined as long as public 
hearing is on the agenda 
before adoption 

5 Adoption Before submitting the WSCP to DWR, the 
governing body must formally adopt it. An 
adoption resolution must be included as an 
appendix or as a web address indicating where the 
adoption resolution can be found online. 

At public hearing or at a 
later meeting. 

*The WSCP can be adopted 
as prepared or as modified 
after the hearing. 

6 Plan submittal Submit the adopted or amended WSCP via the 
WUE Data Portal within 30 days of adoption or by 
July 1, if updated with the five-year UWMP cycle.  

Within 30 days of adoption 
or by July 1st, whichever 
comes first. 

7 Plan 
availability  

Submit a CD or hardcopy of the adopted WSCP to 
the California State Library within 30 days of 
adoption. 

California State Library Government 
Publications Section Attention: Coordinator, 
Urban Water Management Plans P.O. Box 
942837 Sacramento, CA 94237-0001 

Provide a copy (hardcopy or electronic) of the 
adopted WSCP to any city and county within the 
service area. 

Make the WSCP available to the public by posting 
the Plan on website or making a hardcopy 
available for public review during normal business 
hours.  

Within 30 days after 
adoption  
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